Pace Analytical Services, LLC
2231 W. Altorfer Drive

® Peoria, IL 61615
a c e (800)752-6651

ANALYTICAL RESULTS

Sample: JA02876-01 Sampled: 01/20/26 08:40
Name: TPO03-TP03 WELL 4 Received: 01/20/26 15:50
Matrix:  Drinking Water - Grab

Parameter Result Unit Qualifier Prepared Dilution MRL Analyzed Analyst Method

Semivolatile Organics - PFAS - PIA

PFOA <241 ng/L 01/21/26 10:28 1 2.1 02/02/26 01:37 EJB EPA 537.1 REV2
PFOS <21 ng/L 01/21/26 10:28 1 21 02/02/26 01:37 EJB EPA 537.1 REV2
PFBS <241 ng/L 01/21/26 10:28 1 2.1 02/02/26 01:37 EJB EPA 537.1 REV2
PFHpA <21 ng/L 01/21/26 10:28 1 21 02/02/26 01:37 EJB EPA 537.1 REV2
PFHxS <21 ng/L 01/21/26 10:28 1 21 02/02/26 01:37 EJB EPA 537.1 REV2
PFNA <241 ng/L 01/21/26 10:28 1 2.1 02/02/26 01:37 EJB EPA 537.1 REV2
PFDA <21 ng/L 01/21/26 10:28 1 21 02/02/26 01:37 EJB EPA 537.1 REV2
PFHxA <21 ng/L 01/21/26 10:28 1 21 02/02/26 01:37 EJB EPA 537.1 REV2
PFDoA <241 ng/L 01/21/26 10:28 1 2.1 02/02/26 01:37 EJB EPA 537.1 REV2
PFTrDA <21 ng/L 01/21/26 10:28 1 21 02/02/26 01:37 EJB EPA 537.1 REV2
PFUnA <241 ng/L 01/21/26 10:28 1 2.1 02/02/26 01:37 EJB EPA 537.1 REV2
NETFOSAA <21 ng/L 01/21/26 10:28 1 21 02/02/26 01:37 EJB EPA 537.1 REV2
NMEFOSAA <21 ng/L 01/21/26 10:28 1 21 02/02/26 01:37 EJB EPA 537.1 REV2
HFPO-DA <241 ng/L 01/21/26 10:28 1 2.1 02/02/26 01:37 EJB EPA 537.1 REV2
ADONA <21 ng/L 01/21/26 10:28 1 21 02/02/26 01:37 EJB EPA 537.1 REV2
9CI-PF30ONS <21 ng/L 01/21/26 10:28 1 21 02/02/26 01:37 EJB EPA 537.1 REV2
11CI-PF30UdS <241 ng/L 01/21/26 10:28 1 2.1 02/02/26 01:37 EJB EPA 537.1 REV2
PFTeDA <21 ng/L 01/21/26 10:28 1 21 02/02/26 01:37 EJB EPA 537.1 REV2
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